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IN-01

IN-02

IN-03

IN-04

IN-05

IN-06

IN-03R

SA-MW -41
ND/1

SC-MW -42S
ND/5.3

EX -54
(55/49)

SC-MW -42D
ND/1.2

EX -61
100/100

EX -60
240/260

EX -59
31/32

EX -56
12/12

EX -55
69/73

EX -67
24/24

EX -66
8.4/8.4

MW -226S
2.8/2.5

MW -226D
ND/1.2

MW -36
9.1/8.4

SA-MW -01S
2.6/9

SA-MW -06S
110/110

BW -01S
2.6/3.2

C-02
3.2/3.6

C-03
1.8/1.5

CA-MW -402S
(57/55)

CA-MW -412D
76/77

DW -02
1.8/1.7

EX -31
5.4/5.3

EX -32
0.5/ND

EX -33
2.7/2.6

EX -35
1.5/1.4

G-2R
1.4/1.2

MW -01
ND/ND

MW -104S1
3.3/3.4

MW -105S
2.8/3.7

MW -106S
3/3.4

MW -109
4.5/4.7 MW -110S

5/5.4

MW -111S1
2.3/2.4

MW -112S
3.3/3.4

MW -113S2
2.6/2.8

MW -117S2
1.4/1.1

MW -118S
2.1/2.5

MW -121S
2.7/2.8

MW -123S1
1.6/1.8
MW -124S1
2.7/2.9

MW -124S2
1.8/1.8

MW -125S1
2.1/2.6

MW -126S1
2.9/3.1
MW -126S2
1.4/1.8

MW -127S1
3.7/3.6

MW -127S2
1.4/1.8

MW -128S1
12/12

MW -128S2
2.7/3.5

MW -128S3
1.6/2.2

MW -131S1
2.6/2.6

MW -133S1
7.8/8.1

MW -135S2
2.7/3.1

MW -136S1
3.6/4

MW -136S2
ND/ND

MW -137S1
4.3/5.4

MW -137S2
4.3/5.1

MW -137S3
11/11

MW -142S2
2.6/3.1

MW -154S1
7.1/7.4

MW -154S2
2/2.1

MW -155S
1.3/2.2

MW -16
1.4/1.6

MW -161S2
3.1/3.4

MW -162S1
3.8/3.9

MW -164S
1.6/2.1

MW -166S1
0.46/1

MW -17
76/76

MW -170S
1.2/3.2

MW -172S1
1.9/2.3

MW -173S1
3.6/3.6

MW -174S1
3.3/3.4

MW -175S1
3/3.3

MW -177S
0.8/2.3

MW -178S
84/85

MW -180R S
1.7/2.5

MW -182S
4/4.7

MW -183S
2.6/2.9

MW -184S1
1.9/2.4

MW -184S3
4.5/5.6

MW -186S1
4.6/5.7

MW -186S3
4.3/4.6

MW -193S1
4.6/4.7

MW -193S2
3.6/4.2

MW -193S3
6.7/7.5

MW -194S1
2.8/2.9

MW -196S1
3.6/3.8

MW -196S2
3.5/3.9

MW -197S1
1.4/2.5

MW -20
ND/ND

MW -200S1
0.88/1.5

MW -204S1
3.1/3.4

MW -204S2
3.7/3.9

MW -205S1
3.8/3.9

MW -205S3
3.5/3.7

MW -206S
3.1/4.5

MW -207S1
5.5/6.2

MW -207S2
3.9/4.4

MW -209S
43/48

MW -210S
29/31

MW -211S
3/3.2

MW -212S1
3.2/3.3

MW -212S2
2.6/2.8

MW -21A
1/1.2

MW -27A
10/9.8

MW -32S
0.87/2.7

MW -37
0.67/1.3

MW -41S
9.6/11

MW -45A
1/1.3

MW -49S
4/4.3

MW -50S
13/14

MW -54
0.88/2.6

MW -55S
2.1/3

MW -63
1.1/2

MW -66A
3.4/3.8

MW -67B
0.4/2.5

MW -68S
1.9/2.4

MW -70S
1.2/1.4

MW -71S
0.7/1.4 MW -72S

4.5/5.5

MW -74D
3/4.4

MW -78S
0.78/1.1

MW -79S
7.7/7.6

MW -80S
ND/ND

MW -83D
2.1/2.4
MW -83S
5.4/5.9

MW -84S
1.9/2.5

MW -85S
1.4/1.4

MW -87S
2.2/3.2

MW -89S
2.1/2.6

MW -94D
3.6/4.5

MW -95S
6.4/7.5

MW -96S
2.3/2.8

MW -97S
4/5.8

P MW -05
3.3/22

SA-MW -09S
1.3/7.2

SA-MW -11S
470/470

SA-MW -17S
300/300

SA-MW -25S
0.48/2.6

SA-MW -26S
ND/ND

SA-SM-01S
(ND/3.5)

SA-SM-02S
(1400/1300)

SC-MW -01S
(0.74/ND)

SC-MW -04S
1.1/1.4

SC-MW -06S
1.2/1.8

SC-MW -07S
1.9/2.1

SC-MW -10S
0.82/2

SC-MW -12S
300/330

SC-MW -13S
3.6/4

SC-MW -21S
300/350

Y-01
2.2/2

Y-03
3.2/3.1

CA-MW -313R
190/220

MW -213S
3.3/4.1

MW -214S
2.6/2.7

MW -215S
ND/ND

SA-MW -37S
(7.5/8.9)

SA-MW -38S
130/140

SA-MW -34S
28/31

MW -217S
1.1/1.3

MW -219S1
3.7/3.5

MW -219S2
0.51/ND

MW -216S
1.8/2.2

MW -218S
0.91/1.7

SA-SM-03SR
ND/3.7

CA-MW -310S
(0.91/ND)
CA-MW -411S
(0.28/1.0)

MW -117S1
3.6/3.9

CA-MW -317S
(1.7/1.7)

MW -208S
710/780

MW -29
1.1/1.7

MW -39
(ND/ND)

MW -86S
4.5/5

MW -88S
5.7/5.6

SA-MW -04S
ND/16

SC-MW -15S

SC-MW -16S
(0.77/1.9)

SA-MW -35S
(0.43/ND)

X -10
(19/17)

MW -111S2
2.4/2.3

MW -113S1
3.1/2.8

MW -125S2
1.6/1.9

MW -166S2
ND/ND

MW -175S2
3/3.3

MW -197S2
ND/ND

SC-MW -08S
(2.4/2.6)

SC-MW -09S
(1.8/1.9)

G-5R
1.2/1.4

MW -04
13/15

MW -14A
(1.6/1.5)

MW -179S
6.3/6.7

MW -181S
(0.82/ND)

P MW -02
560/660

P MW -04
(ND/1.8)

CA-MW -301

DW -03
2/2.2

MW -05
1.3/1.6

MW -107S
0.58/1.1

MW -130S2
3.9/3.6

MW -135S1
4.3/3.9

MW -138S1
4.5/4.6

MW -139S1
3.5/3.8

MW -140S1
4.9/4.5

MW -140S3
3.2/3.4

MW -141S2
3.9/3.9

MW -142S1
2.7/3.4

MW -147S
2.1/2.4

MW -148S
1.7/1.9

MW -15
290/340

MW -156S
0.81/1.6

MW -157S
1.5/2.5

MW -161S1
3.3/4

MW -168S
1.5/2

MW -169S2
1.4/3.6

MW -171S
2.1/2.4

MW -172S2
0.27/ND

MW -174S2
2.2/2.3

MW -185S1
4.4/4.5

MW -188S1
6.4/7

MW -195S1
4.8/4.8

MW -201S
0.95/1.8

MW -202S
1.6/2.5

MW -205S2
3.9/3.9

MW -38A
(DR Y)

MW -57
1.5/2.4

MW -58
0.39/ND

MW -69S
0.34/ND

MW -76S
1.7/1.7

MW -94S
6.4/6.9

SA-MW -36S
ND/ND

CA-MW -312D
39/42

BW -01D
3.4/3.7

C-01
1.6/1.6

C-04
2.5/2.4

CA-MW -107D
ND/ND

CA-MW -510D
0.4/4.3

EX -02
5.1/5.5

EX -04
1.8/2.1

EX -15
1.1/1.2

EX -16
1.2/2

EX -17
ND/ND

EX -20
1.8/2.2

EX -21
ND/ND

EX -22
31/34

EX -23
5.9/5.3

EX -25
2.9/2.9

EX -27
4/4.1

EX -29
5.8/6.5

EX -30
2.6/2.7

EX -34
7.9/8.1

EX -36
1.6/33 J

EX -37
11/14

EX -38
56/58

EX -39
120/130

EX -40
(790/770)

EX -42
78/79

EX -43
(37/37)

EX -45
(440/430)

EX -46
(45/46)EX -47

(21/25)

EX -48
(ND/4.5)

EX -50
55/59

EX -51
(48/45)

EX -52
12/13

G-1R
0.66/ND

IW -01
8.6/8.9
IW -02
6.9/7.3

IW -03
4.2/4.3

MW -03
16/17

MW -102D
2.6/2.9

MW -104D
ND/ND

MW -105D
ND/ND

MW -106D
ND/ND

MW -11B
59/59

MW -121D
3.7/4.5

MW -153S
2.7/2.5

MW -155D
ND/1.3

MW -164D
ND/ND

MW -177D
1.4/2

MW -178D
45/62

MW -179D
24/24

MW -18
(5.0/4.7)

MW -180R D
6.7/7.9

MW -182D
2.4/3.6

MW -183D
4.6/4.8

MW -203D
2.4/3.1

MW -21B1
5/5.4

MW -23B
3.3/3.4

MW -31
1.9/1.9

MW -32B1
3.4/3.5

MW -38B
7.1/7.4

MW -39D
ND/1.6

MW -43
2.4/2.9

MW -49B
1.9/2.6

MW -55A
0.9/NDMW -62A

1.6/2.2

MW -68D
1.9/1.8

MW -70D
1.5/1.7

MW -71D
0.12/ND

MW -73D
0.92/2.5

MW -75D
0.28/ND

MW -84D
0.16/ND

MW -85D
ND/ND

MW -89D
0.66/ND

P GE-06
(0.94/ND)

P MW -03
ND/9.8

P T2-MW -10
ND/11

SA-MW -05D
320/360

SA-MW -07D
420/460

SA-MW -10D
480/520SA-MW -20D

ND/ND

SA-MW -25D
0.72/2.3

SA-MW -26D
0.6/5.5

SA-MW -27D
ND/ND

SA-SM-08D
ND/4.1

SC-MW -01D
0.7/1.9

SC-MW -02D
3.9/5.1

SC-MW -03D
4.7/4.8

SC-MW -04D
7.1/7

SC-MW -05D
2.2/2.6

SC-MW -06D
1.5/1.7

SC-MW -07D
1.5/1.7

SC-MW -09D
2.4/2.6

SC-MW -10D
1.6/2.3

SC-MW -11D
ND/ND

SC-MW -26D
280/320X -04

0.74/2.1

X -05
ND/ND

X -06
700/790

X -12
3/3.1

X -13
100/90

CA-MW -412D2
ND/ND

MW -213D
ND/ND

MW -214D
ND/ND

MW -215D
2/1.8

MW -74D2
0.43/1.5

SA-MW -37D
5.2/7

SA-MW -38D
330/370 J

SA-MW -35D
(15/15)

MW -217D
ND/ND

MW -216D
2.3/2.8

MW -218D
0.43/ND

MW -108D
3.5/3.7

CA-MW -405D
(30/30)

FW -01
(0.75/ND) FW -02

(0.92/ND)

FW -03
(ND/ND)

FW -04
(ND/ND)

MW -27B
5.9/5.7

MW -28B
2/2.2

MW -42B1
3.3/3.7

MW -49A
4.6/5.3

MW -56
16/15

SA-MW -11D
(18/16)

SA-MW -15D
(63/59)

SA-MW -18D
(4.6/7.7)

SA-SM-11D
(ND/1.3)

SC-MW -38D
(21/22)

MW -12B
(4.7/4.8)

MW -13
(1.6/1.3)

SA-MW -34D
(0.77/1.1)

CA-MW -302D
(120/120)

SC-MW -13D
1.2/1.6

MW -14B
23/24

MW -17D
(2.4/2.9)

MW -78D
(1.6/1.8)

MW -181D
(1.1/ND)

MW -22B
8.1/7.9

MW -42B2
4.7/5

MW -86D
1.9/1.9

MW -88D
0.65/ND

EX -03
0.45/ND

MW -09
1.5/1.4

MW -101D
5.8/6

MW -116D1
1.8/2

MW -122D
ND/ND

MW -124D
0.98/ND

MW -147D
1.8/2.5

MW -171D1
ND/5

MW -175D
2.5/2.9

MW -44B
1.3/1.9

MW -45B
1.2/1.6

MW -47
1.3/2

MW -50B
6.9/7.5

MW -57D
1.8/2.2

MW -69D
1.7/1.9

MW -87D
1.7/2

SA-MW -36D
(2.8/2.9)

EX -05
1.4/1.6

EX -53
12/13

EX -01
13/15

MW -220D
0.35/ND

SA-MW -39D
290/340

MW -220S
(DR Y)

MW -30B2
18/18

MW -10
8.9/9.7

SC-MW -12D
ND/ND

MW -104S2
2.8/3.1

MW -107D
ND/ND

MW -111D
ND/ND

MW -113D
ND/ND

MW -117D
ND/ND

MW -123S2
1.9/1.8

MW -130S1
4/3.9

MW -138S2
4.5/4.6

MW -139S2
1.2/1.1 MW -140S2

3.6/4.5
MW -141D
ND/ND

MW -141S1
3.5/4.2

MW -142S3
2.8/3

MW -161S3
0.55/ND

MW -162S2
ND/ND

MW -162S3
ND/ND

MW -168D
0.84/1.2

MW -169D
ND/ND

MW -171D2
ND/ND

MW -173D
0.83/ND
MW -173S2
3/3

MW -174S3
2.4/2.7

MW -184S2
3.7/4.5

MW -185S2
3.7/4.5
MW -185S3
3.8/4.2

MW -186S2
3.7/14

MW -188S2
1.7/2.1

MW -188S3
4.2/4.9

MW -194S2
ND/ND

MW -194S3
ND/ND

MW -195S2
3.7/4.7

MW -195S3
0.58/1.2

MW -196S3
ND/ND

MW -197S3
ND/3.9

MW -200S2
ND/ND

MW -200S3
0.77/1

MW -201D
0.5/ND

MW -204D
0.44/ND

MW -59
1.3/1.8

MW -44A
(DR Y)

SA-MW -27SR
1.1/4.4

MW -221S
5.3/6.2

SC-MW -14S

X -09
3.5/3.9

SC-MW -44S
230/230

SA-MW -13S
2400/2500

SA-MW -33S
(14/15)

MW -143S
(DR Y)

SC-MW -02M
1.5/1.9

MW -46M
0.64/1.6

CA-MW -502
(3.3/3.0)

SC-MW -03M
1.6/2.2

MW -179M
10/10

SC-MW -60S
ND/1.5

CA-MW -315D
(64/67)

SA-SM-07D
(200/210)

CA-MW -109D
ND/1.4

EX -62
5/5.3

MW -52
2.3/2.9

CA-MW -506S
12/11

01-01A
0.44/ND

22-75
2.0/1.6

22-82
0.87/ND

26-65
ND/ND

26-66
ND/ND

27-16
0.28/ND

27-26
1.0/ND27-42

0.39/ND

27-43
1.3/1.4

27-48
0.5/ND

27-49
2.4/2.6

28-20
1.2/ND

28-36
0.93/2.3

30E-01
1.8/1.6

36-26
1.8/2.1

36-41
1.3/1.2

BGS-48
0.081/ND

02-02A
0.69/ND02-02B

1.5/1.3

02-23
0.7/ND

21-03
ND/ND

30E-12
2.0/2.2

34-63
0.1/ND

23-30
2.9/2.8

28-22
1.0/ND

34-77
0.98/ND

28-51
0.13/ND

28-40
1.1/1.1

22-103
1.7/1.5

22-60
0.51/ND

25-16
2.4/2.3

31E-07
1.9/1.9

22-48
1.4/1.3

28-82
1.4/1.1

28N-05
4.1/4.1

02N-02

04N-04

10-04

11-12

16N-01

21N-01

21N-02

21N-03

21N-04

21N-05

27N-01

28N-01

28N-02
28N-03

28N-04

28N-06

33N-01

33N-02

Th e 3.1/3.2-µg /L contour is sh ow n as "- -?- -" 
w h ere inferred and cannot be fully delineated by
Fourth  Q uarter 2019 monitoring  data.

Approximate 10-µg /L outline of 
Cr(V I) or Cr(T) concentrations 
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Fourth  Q uarter 2019
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Fourth  Q uarter 2019
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Fourth  Q uarter 2019

Approximate 1,000-µg /L outline
of Cr(V I) or Cr(T) concentrations in th e 
U pper Aquifer, Fourth  Q uarter 2019
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FIGURE 5-5
CHROMIUM RESULTS FOR FOURTH QUARTER 2019 
GROUNDWATER MONITORING AND DOMESTIC WELL 
SAMPLING AND MAXIMUM COMPOSITE PLUME 
OUTLINE IN UPPER AQUIFER
 FOU R TH Q U AR TER  2019 GR OU NDW ATER  MONITOR ING
R EP OR T AND DOMESTIC W ELL R ESU LTS
SITE-W IDE GR OU NDW ATER  MONITOR ING P R OGR AM
 P ACIFIC GAS AND ELECTR IC COMP ANY 
HINK LEY COMP R ESSOR  STATION
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LEGEND:
!. Monitoring  W ell
!> Domestic Supply W ell (activ e and inactiv e)
!+ Oth er Supply W ell
"/ Groundw ater Extraction W ell
")E Multi-use Test W ell, or Inactiv e Extraction/Injection W ell
@A Fresh w ater Injection W ell
!>

Domestic Supply W ell north  of Mountain General R oad
(activ e and inactiv e)
P G&E-Ow ned P roperty
P G&E Compressor Station
County P arcel
Approximate Limit of Saturated Alluv ium U pper Aquifer

! ! ! !

Approximate Location of Lockh art Fault;  
Fault Trace is Inferred, and Th ere is No Surface 
Expression (Stamos et al. 2001)
Bedrock Exposed at Ground Surface

NOTES:
1. Ch romium results are sh ow n for Site-wide Groundw ater Monitoring  P rog ram and domestic w ells sampled in th e Fourth  Q uarter (October th roug h  December) 2019 monitoring  period. For w ells sampled multiple times during  
    th e reporting  period, th e most recent results are sh ow n.
2. Th e concentration contours are based on Fourth  Q uarter 2019 ch romium results for th e g roundw ater monitoring  and extraction w ells th at are completed in th e sh allow zone and deep zone of th e U pper Aquifer as noted on 
    Fig ures 5-1 and 5-2. R esults for domestic w ells (brow n-colored labels) w ere not used for ch romium plume contouring , except for th ose in th e north ern disputed plume areas, pursuant to th e Lah onton R eg ional W ater Q uality
    Control Board's Cleanup and Abatement Order dated Nov ember 4, 2015 (W ater Board 2015).
3. P ursuant to th e Lah onton R eg ional W ater Q uality Control Board's Cleanup and Abatement Order dated Nov ember 4, 2015 (W ater Board 2015), g roundw ater monitoring  w ells are not used for ch romium contouring  if th ey are located in th e areas south w est
    of th e Lockh art Fault and on or east of Dixie R oad. Monitoring  w ells sampled south w est of Lockh art Fault and east of Dixie R oad w ere sampled in support of U nited States Geolog ical Surv ey backg round ch romium inv estig ations. 
4. Ch romium plume contours in th e g eneral area south  of Hig h w ay 58, w ere dev eloped using  a larg er set of monitoring  data w h ich  is presented in th e Fourth  Q uarter 2019 Monitoring  R eport for th e In Situ R eactiv e Zone 
    and North w est Fresh w ater Injection P rojects (Arcadis 2020). Select w ells from th at prog ram are sh ow n h ere for reference.
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Arcadis. 2020. Fourth  Q uarter 2019 Monitoring  R eport for th e In Situ R eactiv e Zone and North w est Fresh w ater Injection P rojects, P acific Gas and Electric Company, Hinkley Compressor Station, Hinkley, California, 
California R eg ional W ater Q uality Control Board, Lah ontan R eg ion Order No. R 6V -2008-0014 (W aste Disch arg e R equirements Identification No. 6B369107001). January 30. 
Stamos, C.L., P . Martin, T. Nish ikaw a, and B.F. Cox. 2001. Simulation of Ground-Water Flow in the Mojave River Basin, California. U .S. Geolog ical Surv ey W ater-R esources Inv estig ations R eport 01-4002, V ersion 3.
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W ater Board. 2015. Cleanup and Abatement Order No. R 6V -2015-0068 R equiring  P acific Gas and Electric Company to Cleanup and Abate W aste Disch arg es of Total and Hexav alent Ch romium to th e Groundw aters of th e Mojav e Hydrolog ic U nit. Nov ember 4. 0 1,000 2,000

Feet

±

W ell ID
Cr(V I)/Cr(T) concentrations in µg /L; maximum of primary 
and duplicate samples during  Fourth  Q uarter 2019 sampling .
Data in parenth eses are from prev ious reporting  period. 
See Table E-1 for sample dates.

SA-MW -01S
2.6/9
(440/430)

µg /L
Cr(V I)
Cr(T)
J
ND
NS

Microg rams per Liter
Hexav alent Ch romium
Total Dissolv ed Ch romium
Estimated R esult
Not Detected
Not Sampled

ABBREVIATIONS:

Groundw ater Cr(V I) Concentrations in Monitoring  W ells:
!. More th an 1,000 μg /L
!. 100 to 1,000 μg /L
!. 50 to 100 μg /L

!. 10 to 50 μg /L
!. 3.1 to 10 μg /L
!. Less th an 3.1 μg /L or ND

  DR Y   Groundw ater monitoring  prog ram w ell th at h as been dry for
             at least a year


